Inspectorate America
478 Mortland Road
Searsport, Maine 04974
{207)548-6440

'QUALITY CERTIFICATE

:Eﬂ'”

Vessel SHORE TANK NO. 1 Port SEARSPORT, MAINE Report SP/2000/1013
Customer SPRAGUE Date October 10, 2000 Reference.

Operation ANALYSIS Terminal SPRAGUE Sample # 2460292
Name of material being tested NO. 6 FUEL OIL 1.0%

Bescription of sample source EX. SHORE TANK NO. 1 AFTER DISCHARGE OF B NO. 95
Samples Drawn by (company) INSPECTORATE

Samples Tested by (company) INSPECTORATE

i Tests being Performed Test method Minimum Maximum Sample Source
GRAVITY, API@ 60 F ASTM D 1298 ‘ 11.8
FLASH POINT, F ASTM D 93 193
VISCOSITY, SSF @ 122 F ASTM D 445/2161 238.0
POUR POINT, F ASTM D 97 39.2
WATER & SEDIMENT, % VOL. ASTM D 1796 0.20
SULPHUR, % WT. . ASTM D 4294 0.98

ASH, % WT. ASTM D 482 0.07
VANADIUM, PPM AAIAE 73
SODIUM, PPM AAJAE 14
BTU'S/POUND CALCULATION 18,440
BTU'S/GALLON CONVERSION 151,632
NITROGEN, % WT. ASTM D 3228 0.491
CARBON RESIDUE, % WT. ASTM D 4530 14.52
ASPHALTENES, % WT. IP-143 7.86

DENNILS E. CURTIS

SPLAB REV 1-98

Inspectorate America Corp (Searsport, Me.)



inspectorate America
178 Moriland Road

Searsport, Maine 04974
{207)548-6440
QUALITY CERTIFICATE

Vessel SHORE TANK NO. 1 Paort SEARSPORT, MAINE Report  SPf2000/0605
Cusiomer SPRAGUE Dats June 6, 2000 Reference

Operalion ANALYSIS Terminal SPRAGUE Sample # 2460145
Name of material being tested NO. 6 FUEL OIL 0.7% J
Description of sample source EX. TANK NO. 1 AFTER DISCHARGE OF B NO. 115
Samples Drawn by {company) INSPECTORATE

Samples Tested by (company) INSPECTORATE
| Tesis being Performed Test method Minimum  Maximum Sampie Source
GRAVITY, API@ 60 F ASTM D 1298 148
FLASH POINT, F ASTM D 23 200+
VISCOSITY, SSF @ 122 F ASTM D 445/2161 2764
POUR POINT, F ASTM D 97 554
WATER & SEDIMENT, % VOL. ASTM D 1796 0.30
SULPHUR, % WT. -ASTM D 4294 0.39

ASH, % WT. ASTM D 482 0.04
VANADIUM, PPM AAJAE 29
S0ODIUM, PPM AAAE 15
BTU'S/POUND CALCULATION 18,662
BTU'S/GALLON CONVERSION 150,322
NITROGEN, % WT. ASTM D 3228 0.416
CARBON RESIDUE, % WT. ASTM D 4530 269
ASPHALTENES, % WT. IP-143 4.03

SPLAB REY 1-98

DENNIS E. CURTIS

inspectorate Americe Corp {Searsport, Ma}



inspectorate America

178 Mertland Road
Searsport, Malne 04974
@ {207)545-6444
A _QUALITY CERTIFICATE
Vessel SHORE TANK NO. 1 Port SEARSPORT, MAINE Report  SP/2000/8513
Custpmer SPRAGUE Date May 11, 2000 Reference
QOperation _ ANALYSIS Terminal SPRAGUE Sample ¥ 2460123

Name of material being tested
Description of sample source

NO. 6 FUEL OIL 0.7%

EX. TANK NO. 1 AFTER DISCHARGE OF B. NO. 105

SPLAB REV 1-38

1 AMIEWHZS = HRO T YAASMT

Samples Drawn by (company) INSPECTORATE
Samples Tested by {company) INSFECTORATE
[ Tests being Performed Test method Minimum Maximum Sample Source L]
GRAVITY, AFI@ 60 F ASTM D 1288 4.5
FLASH POINT, F ASTMD 93 200+
VISCOSITY, SSF @ 122 F ABTM D 44572161 2679
POUR POINT, F ASTMD 97 590
.|WATER & SEDIMENT, % VOL. ASTM D 1796 0.20
SULPHUR, % WT. ASTM D 4254 048
" IASH, % WT. ASTM D 482 0.08
VANADIUM, PPM AAJAE 14
SODIUM, PPM AAJAE kh
BTU'SAPOUND CALCULATION 18,653
BTU'S/IGALLON CONVERSION 150,465
NITROGEN, % WT. ASTM D 3228 0.3589
CAREON RESIDUE, % WT. ASTM D 4530 8.78
ASPHALTENES, % WT. IP=143 . 5.09
DENNIS E. CURTIS

Inspectorate America Corp (Searsporf, Me.]
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Inspectorate America
178 Mortland Road
. Searsport, Maine 04974
{207)548-6440

QUALITY CERTIFICATE

Wessel
Customer
{peration

SHORE TANK NO. 1
SPRAGUE ENERGY
ANALYSIS

Port SEARSPORT, MAINE
Date March 10, 2000
Jermingl  SPRAGUE ENERGY

Feport
Reference
Sample #

SP/2000/0317

1328058

Name of material being tested
Drescription of sample source

Samples Drawn by (company)
Samples Tested by (company)

NO. 6 FUEL OIL 0.7%

EX. TANK NO. 1 AFTER DISCHARGE OF FLORIDA

INSPECTORATE
INSPECTORATE

[ Tests being Performed Test method Minimam _Maximem Sample Source
GRAVITY, API @ 60 F ASTM D 1298 16.4
FLASH PQINT, F ASTM D 93 200+
VISCOSITY, SSF @ 122 F ASTM D 4452161 814
POUR POINT, F ASTM D 97 48.2
WATER & SEBIMENT, % VOL. ASTM D 1796 0.5
SULPHUR, % WT. ASTM D 4294 0.65
ASH, % WT. ASTM D 482 0.12
VANADIUM, PPM AAIAE 38
SODIUM, PPM AAAE 19
BTU'S/POUND CALCULATION 18,646
BTU'S/GALLON CONVERSION 148,552
NITROGEN, % WT. ASTM D 3228 0.304
CARBON RESIDUE, % WT. ASTM D 4530 8.92
ASPHALTENES, % WT. IP-143 5.38

SPLAB REV 1-98

DENNIS E. CURTIS

inspectoraie America Corp {Searsport, Me.)




Inspectorate America
178 Mortiand Road
Searsport, Maine 04974
{207548-6440

QUALITY CERTIFICATE

Vessel SHORE TANK NO. 1
Customer SPRAGUE ENERGY
Cperation ANALYSIS

Port SEARSPORT, MAINE Repori  SPI2000/0232
Date February 24, 2000 Reference
Terminal SPRAGUE ENERGY Sample # 2025986

Name of material being tested

NO. 6 FUEL OIL 0.7%

Description of sampie source EX. SHORE TANK NO. 1 AFTER DISCHARGE OF B NO. 165
Samples Drawn by {company) ' INSPECTORATE

Samples Tested by {company) INSPECTORATE
| Tests being Performed Test method Mintmum Modman Sample Source
GRAVITY, API@ 60 F ASTMD 1298 13.8
FLASH POINT, F ASTM D 93 165
VISCOSITY, SSF @ 122 F ASTM D 44572161 2314
POUR POINT, F ASTM Db 97 284
WATER & SEDIMENT, % VOL. ASTM D 1796 0.1
SULPHUR, % WT. ASTM D 4294 0.68

ASH, % WT. ASTM D 482 0.09
VANADIUM, PPM AAIAE 42
SODIUM, PPM AMAE - 18
BTU'S/POUND CALCULATION 18,599
BTU'S/GALLON CONVERSION 150,838
NITROGEN, % WT. ASTM D 3228 0.358
CARBON RESIDUE, % WT. ASTM D 4530 10.3¢
ASPHALTENES, % WT. iP-143 6.12

SPLAG REV 7-88

DENNISE. CURTIS

inspactorste America Corp (Searsport, Me)}



Lab Ref: 2025971
Job No.: §p/2000,/0207
Client Ref: N/A
Date: Febh 3, 2000

CERTIFICATE OF ANALYSIS

Grade NO. 6 FUEL OIL 0.7%
Vessel
Terminal SPRAGUE ENERGY CORP. SEARSPORT, MAINE

Sample From SHORE TANK NO. 1 AFTER DISCHARGE OF MORANIA 410

Sample Submitted From | INSPECTORATE AMERICA CORP.

Analysis Performed By INSPECTORATE AMERICA CORP.

The Above Sample Was Examined ,The Following Results Obtained Irn Our Laboratory

Test Method Regults
GRAVITY, APIT @ 60 F ASTM D 1298 10.3
FLASH POINT, F AST™ D 93 200+
VISCOSITY, SSF & 122 F ASTM D 445/2161 121.0
PCUR POINT, F ASTM D 97 +37.4
WATER & SEDIMENT, % VOL. ASTM D 1796 0.10
SULPHUR, % WT ASTM D 4294 0.69
ASH, % WT. ASTM D 482 0.03
VANADIUM, PPM AL /AR 89
SODIUM, PPM AA/AE 12
BTU'S /POUND CALCULATION 18,431
BTU'S/GALLON CONVERSION 153,180
NITROGEN, % WT. ASTM D 3228 0.441
CARBCN RESIDUE, % WT. ASTM D 4530 9.71
ASPHATTENES, % WT. TP-143 3.68

For Inspectorate

Q-ANAL
Rev #1 - 9/92




Lap Ref: 13279E6
Job No.: SEB/2000/0115
Client Ref: N/A

INSPECTORATE

CERTIFICATE OF ANALYSIS Date: Jan 10, 2000
Grade NO. 6 FUEL OIL. 2.0%
Vessel
Terminal SPRAGUE ENERGY GORP. BUCKSPORT, MAINE

Sample From SHORE TANK NO. 1 AFTER DISCHARGE OF MORANIA 400

Sanple Submitted From INSPECTORATE AMERICA CORP.

Analysis Performed By | INSPECTORATE AMERICA CORP.

The Above Sample Was Examined ,The Following Results Obtained In Qur Laboratery

Taest Mathod Results
GRAVITY, API & 60 F ASTM D 12598 11.6
FLASH POINT, F ASTM D 93 200+
VISCOSITY, SSF a 122 F AST™™ D 445/2161 212.5
POUR POINT, F ASTM DI 97 +39.2
WATER & SEDIMENT, % VOL. ASTM D 1796 0.10
SULPHUR, % WT. ASTM D 4294 1.36
ASH, % WT. ASTM D 482 0.05
VANADIUM, PPM AA/AE 105
SODIUM, PPM AL/AR 21
BTU' §/POUND CALCULATION 18,397
BTU'S/GALLON CONVERS ION 151,499
NITROGEN, % WT. AST™ D 3218 0,432
CARBON RESIDUE, &% WT ASTM D 4530 14.45
ASPHALTENES, % WT. I1Pp-143 4.G7

/ 72 /ﬁ

For Ingpectorate

Q-AKAL
Rev #1 - 9/92
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Lab Ref: 1327967
_Job No.: SP/2000/0118
Client Ref: N/A

CERTIFICATE OF ANALYSIS Date: Jan 10, 2000
grade NO. 6 FUEL OIL 0.7%
Vessel
Terminal SPRAGUE ENZRCY CORP. SEARSPORT, MAINE
Sample From SHCORE TANK_NO.II AFTER DISCHARGE OF B NO. 120
Sampie Submitted From INSPECTORATE AMERICA CORP.
Analysis Performed By | INSPECTORATE AMERICA CORP.

The Above Sample Was Examined ,The Following Results Obtained In Our Laboratory

Test Method Results
GRAVITY, API & 60 F ASTM D 1298 13.5
FLASH POINT, F ASTM D 8§83 ' 200+
VISCOSITY, SSF & 12Z F ASTM D 445/2161 . 108.1
POUR POINT, ¥ . ASTM D 97 +42.8
WATER & SEDIMENT, % VOL. ASTM I 1796 6.10-
SULPHEUR, % WT. ASTM D 4294 0.67
ASH, % WT. ASTM D 482 0.04
VANADITUM, PPM LA /AR 37
SCDIUM, PPM AR /AR 15

- BTU'S/POUND CALCULATION 18,595
BTU' /GALLON CONVERSION 151,122
NITROGEN, % WT. ASTM D 3228 0.404
CARBON RESIDUE, % WT. ASTM D 4530 9.77
ASPHALTENES, % WT. IF-143 3.28

For Inspectorate . Q:?fi;;;;;%ng; <S:j' Aﬁ;%éé;?

Q-ANATL
Rev #1 - 9/92



